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Abstrak
 

Risiko kebakaran dapat terjadi dimana saja, bahkan pada gedung institusi pendidikan. Penelitian ini

bertujuan untuk mengevaluasi penerapan keselamatan kebakaran yang ada di gedung-gedung Fakultas

Ekonomi Universitas Indonesia (FEUI). Metodologi menggunakan desain studi deskriptif dengan

pendekatan semi kuantitatifdan dibantu dengan perangkat lunak Computerized Fire Safety Evaluation

System (CFSES)yang mengacu pada 12 parameter keselamatan yang ada pada NFPA 101A Guide on

Alternative Approaches to Life Safety. Sampel gedung yang dievaluasi terdiri dari tiga gedung yaitu gedung

Dekanat, Gedung Pascasarjana, dan gedung Perpustakaan. Penentuan gedung tersebut didasarkan karena

gedung lainnya memiliki kesamaan fungsi yaitu sebagai gedung administrasi dan gedung perkuliahan. Hasil

penelitian menunjukkan pada gedung Dekanat mendapatkan nilai -12,7 untuk keselamatan kebakaran

umum, sistem jallur keluar -7,75, dan kontrol penyebaran api -8,45. Gedung Pascasarjana mendapatkan nilai

-10,9 pada keselamatan kebakaran umum, sistem jalur keluar -7,95, dan kontrol penyebaran api -7,95.

Gedung perpustakaan mendapatkan nilai -23,4 pada keselamatan kebakaran umum, sistem jalur keluar -

19,25, dan kontrol penyebaran api -14,65. Hasil tersebut menunjukkan bahwa gedung-gedung di FEUI

belum memenuhi persyaratan minimal NFPA 101A Guide on Alternative Approaches to Life Safety.

Rekomendasi yang dapat diberikan adalah memasang sistem proteksi kebakaran seperti sprinkler dan

pemasangan pompa hidran, menutup semua bukaan vertikal, membuat gudang khusus penyimpanan barang,

dan mengadakan pelatihan tanggap darurat secara berkala.

......Fire risk can be happened in everywhere, eventhough on educational institution buildings. Purpose this

study is to evaluate implementation of fire safety in Faculty of Economic University of Indonesia (FEUI)

buildings. Methodology of this study is using observational design with semiquantitatives approaches and

assisted with Computerized Fire Safety Evaluation System (CFSES) software that refers to 12 of parameters

in NFPA 101A Guide on Alternative Approaches to Life Safety. Building sample that evaluated consist of

three buildings, Dean building, Graduate building, and Library Building. Determination of these sample

based simillar building function that are as administration building and classrooms. Result of this study

showed in Dean building got score -12,7 for general fire safety, -7,75 for egress, and -8,45 for fire control.

Graduate building got score -10,9 for general fire safety, -7,95 for egress, and -7,95 for fire control. Library

got score -23,4 for general fire safety, -19,25 for egress, and -14,65 for fire control. Based these result, it can

be concluded that the FEUI?s building didn?t meet minimum requirement of NFPA 101A Guide on

Alternative Approaches to Life Safety. Recomendation are could be instaled fire protection systems such as

sprinkler and hydrant pump, close all of vertical openings, make a warehouse to save any useless properties,

and conduct periodical fire emergency response training.
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