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Abstrak
 

Gedung Pendidikan dan Laboratorium Fakultas Ilmu Keperawatan Universitas Indonesia memiliki 8 lantai,

semakin tinggi gedung maka akan semakin banyak potensi bahan bakar yang menyebabkan kebakaran.

Selain itu kejadian kebakaran di Indonesia masih tergolong tinggi. Kebakaran dapat menimbulkan berbagai

macam kerugian mulai dari manusia, aset, produktivitas, dan kerugian sosial. Penelitian ini bertujuan untuk

mengevaluasi penerapan keselamatan kebakaran pada Gedung Pendidikan dan Laboratorium Fakultas Ilmu

Keperawatan Universitas Indonesia. Evaluasi meliputi 12 safety parameters dan persyaratan tambahan

sesuai dengan Fire Safety Evaluation System NFPA 101A: Guide on Alternative Approaches to Life Safety

dan NFPA 101: Life Safety Code yang kemudian dianalisis dengan menggunakan Computerized Fire Safety

Evaluation System (CFSES). Penelitian ini menggunakan desain deskriptif dengan pendekatan semi

kuantitatif yang bersifat observasional. Hasil penelitian menunjukkan bahwa penerapan keselamatan

kebakaran pada Gedung Pendidikan dan Laboratorium Fakultas Ilmu Keperawatan Universitas Indonesia

belum memenuhi persyaratan keselamatan minimum. Perbaikan pada 12 safety parameters dan persyaratan

tambahan dapat mereduksi resiko kebakaran.

......Education Building and Laboratory, Faculty of Nursing, Universitas Indonesia has 8 floors, the higher

building, the more potential fuel caused a fire. In addition to the fires in Indonesia is still relatively high.

Fire can cause a variety of losses ranging from human, assets, productivity, and social losses. This study

aims to evaluate the application of fire safety at Education Building and Laboratory, Faculty of Nursing,

Universitas Indonesia. Evaluate included 12 safety parameters and additional requirements in accordance

with the Fire Safety Evaluation System NFPA 101A: Guide on Alternative Approaches to Life Safety and

NFPA 101: Life Safety Code which is then analyzed using the Computerized Fire Safety Evaluation system

(CFSES). This study used a descriptive design with a semi-quantitative approach is observational. The

results showed that the application of fire safety in the Education Building and Laboratory, Faculty of

Nursing, Universitas Indonesia does not meet the minimum safety requirements. Improvements to 12 safety

parameters and additional requirements may reduce the risk of fire.
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