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pengendalian suhu dengan menggunakan fasilitas penyimpanan dan transportasi khusus yang dilengkapi

dengan pendingin. Oleh karena itu, diperlukan alarm atau perangkat untuk mendeteksi keadaan abnormal

atau penyimpangan yang efektif untuk deteksi dini adanya penyimpangan suhu. Alarm memberikan

peringatan melalui bunyi sirine jika hampir terjadi penyimpangan suhu. Tujuan dari pengujian ini adalah
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conditions for storage and transportation, specifically at a temperature of 2-8&deg;C, due to their sensitivity

to environmental temperatures. Temperature control was needed by using specialized storage and

transportation facilities equipped with cooling systems. Therefore, alarms or devices were necessary to

detect abnormal conditions or deviations effectively for early detection of temperature fluctuations. The

alarm provided a warning through a siren sound when a temperature deviation was imminent. The purpose

of this test was to ensure that the cold room temperature monitoring alarm was functioning properly. The

test was conducted by testing the sensitivity of the sensor to temperature changes around the temperature

sensor. Each sensor underwent two test treatments: an increase and a decrease in temperature. Based on the

alarm test results, the cold room alarm functioned properly, and the storage of cold chain products was

consistently maintained.</span></span></p><div>&nbsp;</div>, Explores options such as Chinese and
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herbs, etc]


