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Judul :

Predi ksi tingkat kegagal an transfornmator gardu i nduk distribusi 150/20
kv dan transformator gardu induk distribusi 70/20 kv berdasarkan der aj at
polimerisasi isolasi kertas = Prediction of 150/20 kv substation

di stribution transformer and 70/ 20 kv substation distribution
transforner failure rate based on polyneri zati on degree of paper
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